
161/69 kV Double Circuit
Single Steel Pole

69 kV Single Circuit
Single Wood Pole

161 kV Single Circuit
Single Steel Pole

69 kV Single Circuit
Single Wood Pole

69 kV Single Circuit
Single Wood Pole

345/161 kV
Double Circuit
On ATC's
Structures

345/161 kV
Double Circuit
On ATC's
Structures

161 kV Single Circuit
Single Steel Pole

69 kV Single Circuit
Single Wood Pole

345/161 kV Double Circuit
On ATC's Structures

69 kV Single Circuit
Single Wood Pole

161/69 kV Double Circuit
Single Steel Pole

161/69 kV Double Circuit
Single Steel Pole

69 kV Single Circuit
Maintain Existing
H-frame

161/69 kV Double Circuit
Single Steel Pole

69 kV Single
Circuit Single
Wood Pole

161/69 kV Double Circuit
Single Steel Pole

161/69 kV Double Circuit
Single Steel Pole

69/69 kV
Double Circuit
Single Steel Pole

COUDERAY

EDGEWATER

SAND
LAKE

STONE
LAKE
PUMP

BASS LAKE
Township

BASS LAKE
Township

COUDERAY
Township

EDGEWATER
Township

HAYWARD
Township

HUNTER
Township

RADISSON
TownshipSAND LAKE

Township

STONE
LAKE

Township

Chippewa
River

Chippewa
Lake

Slim
Lake

Summit
Lake

Little
Sand Lake

Gurno
Lake

Whitefish
Lake

Ashegon
Lake

Lac Courte
Oreilles

Ham
Lake Devils

Lake

Schoolhouse
Lake

Little
Sissabagama

Lake

Durphee
Lake

Stone
Lake

Sissabagama
Lake

Couderay River

Sand
Lake

Johnson
Lake

Loyhead
Lake

Little
Lac Courte

Oreilles

Two
Boys
Lake

Blueberry
Lake

Grimh
Flowage

James
Slough

T 40 - R 10
T 39 - R 10

T 
4 0 

- R 
9

T 
4 0 

- R 
8

T 40 - R 9
T 39 - R 9

T 40 - R 8
T 39 - R 8

T 40 - R 7
T 39 - R 7

T 
39 

- R 
10

T 
39 

- R 
9

T 39 - R 10
T 38 - R 10

T 
39 

- R 
9

T 
39 

- R 
8

T 39 - R 9
T 38 - R 9

T 
39 

- R 
8

T 
39 

- R 
7

T 39 - R 8
T 38 - R 8

T 39 - R 7
T 38 - R 7

T 
38 

- R 
10

T 
38 

- R 
9

T 
38 

- R 
9

T 
38 

- R 
8

T 
38 

- R 
8

T 
38 

- R 
7

36
31 33 3432 35 36 31 32 33 34 35 31 32 33 34 35

1 5 4 3 2 1 6 5 4 3 2 6 5 4 3 2

12 7 8 9 11 12 7 8 9 10 11 7 8 9 10 11

13 18 17
16 15 13 1814 16 15 14 18 17 16 15 14

24 19 20 21 22 24 1923 20 21 22 23 24 19 20 21 22 23

30 29 28
27 26 25 30 29 28 27 26 25 29 28 27 26

36 32 3331 34 35 36 31 32 33 34 35 36 31 32 33 34 35

1 6 5 3 2
1 5 4 3 2 1 6 5 4 3 2

12 7 7 8128 10 11 99
1112 8 9 10 107 11

13 13 18 1716 1518 14 15 1614171317 15 1418

21 2224 23 24 1920 2024 2322 2121 222019 2319

Village of
Couderay

Village of
Radisson

W
a s

hb
ur

n 
Co

u n
ty

Sa
wy

er 
Co

un
ty

Ma
p 

Do
cu

m
en

t: 
(\\

m
sp

e-
gi

s-
fil

e\
GI

SP
ro

j\x
ce

l\1
39

75
5\

m
ap

_d
oc

s\
m

xd
\m

ee
tin

gs
\1

10
10

4_
m

ap
_1

1x
17

L.
m

xd
) 1

/2
5/

20
11

 --
 2

:3
2:

38
 P

M

Bayfield
County

Douglas
County Ashland

County

Washburn
County

Sawyer
County

Price
County

Barron
County

Rusk
County

Project Area

Route Alternatives
Preferred Route 161 kV
Preferred Route 69 kV
Preferred Route 161/69 kV
Alternate Route A 161 kV
Alternate Route A 69 kV
Alternate Route A 161/69 kV
Alternate Route B 161 kV
Alternate Route B 69 kV
Alternate Route B 161/69 kV
Preferred Route Label
Alternative Route A Label
Alternative Route B Label

Existing Transmission
69kV AC
161kV AC
345kV AC
Substation
Pipeline
County Boundary
PLSS Township

CIties
Villages
Lac Courte Oreilles
Reservation
Lakes

0 1
Miles

Stone Lake to Couderay
69 kV  Rebu i ld  /  16 1  kV  Upgrade Transmi ss i on  Proj ect


